






ES states that the proposed crossing has been designed and will be constructed, 
maintained and operated in accordance with 2017 National Electrical Safety Code C2-
2017. 

Safety Division Staff reviewed the specifications related to the design and 
construction of this crossing project as provided in the petition, the attachments, and all 
supplemental support documents, and found them to be in conformance with the 
applicable sections ofNESC code C2-2017 and Puc 300. 

6. Review of public need and public impact 

In order to meet the reasonable requirements of electric service to the public, ES 
proposes to rebuild and maintain a 345 kV transmission line, designated as the 391 line, 
in Deerfield, New Hampshire. 

ES asserts in the petition that the proposed license for this crossing may be exercised 
without substantially affecting the rights of the public in the public waters of the Lamprey 
River. Minimum safe line clearances above the brook surface and affected shorelines 
will be maintained at all times. The use and enjoyment of the river by the public will not 
be diminished in any material respect as a result of the overhead line crossing. 

Safety Division Staff concludes the impact to the public will be de minimis and not 
measurable. The proposed crossing does not appear to affect the rights of the public in 
the public water of the Lamprey River because minimum safe line clearances above the 
water surface will be maintained at all times. Shorelines will not be affected by this 
project. 

Staff Recommendation: 

Based on the results of its review of the petition, its attachments, and all other 
supporting documents filed to this docket, the Safety Division Staff recommends that the 
Commission: 

1. Find that the license ES requests in this docket may be exercised 
without substantially affecting the public rights in the public waters 
which are the subject of the petition; 

2. Grant ES a license to construct, operate and maintain electric line, 
including neutral over and across the public waters of the Lamprey 
River, in Deerfield, New Hampshire, as specified in the petition; and 

3. Issue an Order Nisi and orders for its publication. 

Attachments 
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Attachment 

Lamprey River - DE 19-078 EVERSOURCE Crossing 
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Figure 1: 345kV line, designated as the 391 Line, is a span of approximately 926.29 
feet between structures # 216 and #21 7, across the Lamprey River in Deerfield, NH. 
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Corrected Eversource Exhibit 2 
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